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PART 2 OF THE OBC: A YEAR IN REVIEW

DISCUSSION RELATED TO THE 2024 OBC
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CEO, RSM Building Consultants

A 25+ yrs of experience in the building industry,
A Graduate of Construction Engineering Technology,

A Fulfilled the roles of plans examiner, inspector,
CBO, andtraining facilitator for large and small
municipalities,

A RSM CEO- 15+ yrs supporting small & large
municipalities to assist in their mandated duty to
enforce the Ontario Building Code.




1. Qualifications
2. Mechanical Design
3. Means of Egress

4. Spatial Separation

)5. Hazardous Materials
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QUALIFICATIONS

Qualifications Mechanical Means of Spatial Hazardous Fabric m
Design Egress Separation Materials Buildings RSM




Over 600m2 Gross Area

|
A professional engineer an architect shall related to the construction,
shall provide services that provide services that  enlargement or alteration of a
are within the practice of are within the practice ~ building used or intended for
professional engineering of architecture agricultural occupancy that

exceeds 600 square metresin ﬁ

PEO Act 12(6)3V.1, Architects Act 11(4)3.v.1 gross areaor three storeys.  pgpy




GENERAL REVIEW REQUIREMENTS
Over 600m2 Gross Area
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Professional Engineer OR Architect related to the construction,
Division C 1.2.2.1. enlargement or alteration of a

o o o building used or intended for
agricultural occupancy that

Professional Engineer AND Architect exceeds 600 square metresin
PEO Act 12(6)3.v.1, Architects Act 11(4)3.v.1 gross areaor three storeys.
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DESIGNER QUALIFICATIONS

600m2 or less

600 m2 or less GA
No qualifications required

Division C 3.2.4.1.(3)(c), 3.5.2.1.

2 Stories
600 m2 or less GA

No qualifications required

3 Stories
600 m2 or less GA
BCIN Required
Classification of
Registration?

Area
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All Farm Buildings™
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Not yet defined for any size of farm building
Division C 3.1.4.2.(1)(a), Table 3.5.2.1.
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Qualifications Mechanical Means of Spatial Hazardous Fabric
Design Egress Separation Materials Buildings
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HVAC DESIGN

All heating, ventilating, and air-conditioning systems
In farm buildings need to meet Part 6., except.

A Ventilation of storage and repair garages

A Location of appliances

A Tempering makeup air

A Exhaust duct insulation

Is a mechanical engineer required
to produce a mechanical design
for every new barn?

Div.B 2.4.1.1.
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DOORS THAT SWING OUT

The Code Requirement
2.2.7.7. Direction of Exit Door Swing

1) Except as permitted by Sentence (2), every exit door shall

a) open Iin the direction of exit travel , and

b) swing on Iits vertical axis.
2) Exit doors that serve a Group G, Division 2 major occupancy housing animals
need not conform to Clause (1)(a)
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https://app.trax.co/browse/8a0e9c1df4/12782e9ca8?id=ea003776
https://app.trax.co/browse/8a0e9c1df4/12782e9ca8?id=ea003776

DOORS THAT SWING OUT
The Challenge...
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